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THE E.C. SHALL ELECTRICALLY DISCONNECT EXISTING CHILLER.  REMOVE CIRCUIT WIRING AND EXPOSED CONDUIT BACK TO SOURCE (EX. MAIN DISTRIBUTION SWITCHBOARD 'MDS') AS/IF REQUIRED - SEE NOTE (1) ON DRAWING E0.2 FOR ADDITIONAL INFORMATION. THE E.C. SHALL ELECTRICALLY DISCONNECT EXISTING CONDENSER WATER PUMP.  REMOVE DISCONNECT SWITCH, AND CIRCUIT WIRING AND EXPOSED CONDUIT BACK TO SOURCE (EX. MOTOR CONTROL CENTER 'MCC') AS/IF REQUIRED - SEE NOTE (2) ON DRAWING E0.2 FOR ADDITIONAL INFORMATION. THE E.C. SHALL ELECTRICALLY DISCONNECT EXISTING WATER HEATER -SEE NOTE (3) ON DRAWINGS E0.3 FOR ADDITIONAL INFORMATION - MAINTAIN DISCONNECT SWITCH AND 480V-3 V CIRCUIT FOR NEW REPLACEMENT WATER HEATER AS NECESSARY.THE E.C. SHALL ELECTRICALLY DISCONNECT EXISTING REFRIGERANT MONITORING PANEL.  MAINTAIN 120V CIRCUIT FOR NEW REPLACEMENT MONITORING PANEL.
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